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Schaltplan RPFC-(3.0-4.0)UFE1NH

11. WIRING DIAGRAM

Floor ceiling type (3.0/3.5/4.0HP)

Electric wiring diagram 1822574.E

Remark:
Dashed parts are not available in some models. 
For details, see the table below.
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